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ABSTRACT The importance of simulating surge arresters in fast transients
programs stems from their useful property as a means of controlling switch
ing overvoltages in EHV and UHV systems. The paper proposes a surge ar
rester model to be used in conjunction with a transient program based on
Fourier transform technique. The validity of the proposed model is de
monstrated by computational results.

1. Introduction

The economics of bulk power transmission systems is largely influenced by the trans
mission system insulation cost. This tends to increase rapidly as operating voltages
rise in the EHV and UHV ranges. Surge arresters have been introduced in transmis
sion systems for purposes of limiting transient overvoltages and thereby reducing sys
tem insulation.

Surge arrester models in fast transients programs based on the Bewley lattice diag
ram method are well established. Recent developments have indicated the mertis of
Fourier transform techniques in the analysis of such problems taking into considera
tion the frequency dependence of system parameters, such as circuit parameters of
active and earth conductors and ground return path.

The present paper considers the simulation problem of surge arresters in a mod
ified Fourier transients program. The arrester is simulated as a nonlinear element to
comply with its volt-amp characteristic and time-varying nonlinearity. In the de
veloped arrester model, the system boundary conditions at the arrester location are
suitably modified to account for element flashover as well as arc extinction. Compu
tational results are presented in the paper to demonstrate the validity of the de
veloped simulation model.
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2. Modified Fourier Transform for Fast Transients

2.1 General Form of the Transform

A number of techniques have been proposed, based on the idea of travelling waves
on transmission systems for the analysis of fast transients. Amongst these is the well
established lattice diagram method put forward by Bewley[1] and further developed
by a number of investigatorsI2 ,3J. Other techniques have also been distinguished as
being very useful in tackling the analysis of fast switching phenomena in transmission
systems. Amongst these are Fourier transform and Laplace transform methodsI4].

Fourier transform methods are particularly noted for their handling the frequency
dependence of system parameters as some of these parameters encounter significant
changes during the transient process. Fourier transform methods for transient
phenomena are well established. The present paper aims at extending further the
scope of these methods to analyze the problem of surge arresters in transmission sys
tems.

The Fourier transform, F(w), of a time varring functionf(t) is defined by the fol
lowing integral

F (w) == J:: f (t) e - i~f dt

and the inverse transform f(t) by the following integral

f ( t) == !.- J+x F (w) eiwt dw
27T- x

(1)

(2)

Any switching transient process may be analyzed by the Fourier transform
technique over a certain period of time known as the observation time. At any instant
intime the contribution of each frequency component in the Fourier expansion of the
energizing voltage may be evaluated at any location on a transmission line. The time
domain solution as shown by the inverse tramsform, equation (2), then represents
the transient response to the energization process.

2.2 The Modified Fourier Transform

When considering energization of transmission systems, direct implementation of
the Fourier transform pair is not possible. I t is necessary to truncate both limits of in
tegration of equation (1) for practical purposes, i. e., the integration should be con
ducted over a frequency range (-fl, fl). Furthermore, since it is necessary to consider
the system response over real time (t ~ 0) and for a specified observation period (To),
equation (1) should be performed for 0 :S t:S To'

It has been found that such practical limitations may be overcome in numerical
evaluation of integrals (1) and (2) by making use of a modified version of the Fourier
transform pair[5,61.

The modified transform avoids problems of poles on the integration path as it
shifts this path in the complex w plane by a suitable shift factor a, so that the path of
integration is now Real (w) == a away from the ordinary path Real (w) == O. Thus the
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modified Fourier transform becomes
T

F (w - ja) = J0
0 f (t) e- at e- i ui dt

and the inverse transform becomes

eat In .f(t) = - F(w-Ja) e jwt dw
21T - n
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(3)

(4)

When evaluating (3) and (4) numerically, it is necessary to make use of the fact that
the Fourier transform F( w) is complex for either a real or a complex time function
f(t). In order to effect economies on computer storage a number of half range expan
sions of the inverse integral may be utilized. A particular form has been found useful
with a suitable choice of the shift factor a, based on trial and error. This form is

em In .f(t) = Real [ 2-·2. F(w-ja) efwt dw]
7T -n

(5)

The analysis proceeds by evaluating F( w - ja) with a frequency step equal to twice
the fundamental frequency Woo Then either even or odd harmonics may be taken.

Considering odd harmonics only, equation (5) may be numerically evaluated for
physical systems as follows

2N-1
eat ~ . t

f(t) = _. 2w . Real [ L F(wn-ja) e1wn ]
27T 0 n=1

(6)

where
2N = total number of harmonics selected for evaluating frequency response
wn (2n-l)wo
W o = fundamental frequency
n order of harmonic selected.

It is worth noting that the choice of the step length 2woincreases the truncation fre
quency. However, this choice also helps reduce the number of summations for each
time step. The fundamental frequency, wo' is thus related to the observation time To,
by

7T
W =--

o To

It is necessary to carry out a further modification of equation (5) by a suitable fac
tor known as the sigma -factor (a). The idea is that when the infinite time range is
truncated, this influences adversely the rise time off(t) and also causes unstable oscil
lations, known as Gibbs oscillations. Mullinuxl6] introduced the idea of sigma factor
in order to improve the situation. The sigma factor is defined as

a = sin (2n - 1) 7T / (2N - 1)
(2n-l) 7T/(2N-l)

Thus equation (6) now becomes after modification
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2N- ]

f( t) == ~. W Real [ I F(wn-ja) e jWnl
• a ]

7T 0 n=]
(7)

2.3 Fourier Transform of Time-Varying Nonlinearity

Simulation of surge arresters in fast transients programs requires dealing with time
varying nonlinearities. In order to handle such nonlinearities, Wedepohl and
Mohamed[7] proposed a useful algorithm based on piecewise synthesis. In their al
gorithm the time-varying function is linearized over a time step and the Fourier trans
form of the resultant decomposed strips of the original function are obtained. There
after the principle of superposition is applied and the entire transform is formulated.

In this paper use is made of the piecewise synthesis approach in order to simulate
the response of the arrester in the frequency domain. This response provides for a
new stimulus fed to the system at the arrester location to account for its history fol
lowing the system disturbance.

3. Surge Arrester Simulation

3.1 Basic Concepts

A surge arrester model suited for inclusion in a fast transients program should be
capable of reproducing faithfully the true characteristics of a surge arrester. In real
time, a surge arrester should not pass any current at normal operating conditions. It
should breakdown at specified levels of transient overvoltages, discharging the trans
ient surge to ground. Furthermore the arrester should interrupt power-follow cur
rents that may cause permanent faults in the system[8,9].

In order to achieve this characteristic a surge arrester has a nonlinear form for vol
tage dependent nonlinearity. This is defined as

(8)
where

fa discharge arrester current

Va == applied voltage across arrester terminals

K and a are constants depending on material and dimension of element. (a varies
between 2 and 6).

3.2 Arrester Model Algorithm

Prior to arrester sparkover, the system transient overvoltage is computed at the ar
rester location following line energization. The information is stored in the computer
memory and then processed using piecewise synthesis method in order to obtain its
modified Fourier transform components. In addition the approximate line surge im
pedance (Zo) looking from the direction of the arrester location is also obtained. This
represents the line input impedance at the surge arrester terminals. Thus at the arres
ter location a Thevenin source is obtained with a time varying voltage (Vo). Figures 1
and 2 show a typical transmission network suited for fast transient studies and also its
equivalent circuit from which the actual transient overvoltage at the arrester termi-
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nals may be determined. Thus

Va == Vo - 2 0 fa

From (8) and (9) both Va and fa may be determined. Therefore

K' l~ + Za la - Va == 0

where
f3 == l/a
K' == K-/3
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(9)

(10)

When the arrester voltage and current are determined from (10), suitable injection
of these quantities will then account for the existence of the arrester and its role as a
surge limiting device. Later, when the arrester current passes through zero the arres
ter model will be removed from the circuit. If the overvoltage at the surge arrester
terminal exceeds the limiting condition once more, another flashover will take place
in order to reduce the newly produced overvoltage. Theoretically the process will
continue repeating itself, but practically the circuit damping and losses will bring it to
an early end.

It is worthy of note that the solution of equation (10) may effected numerically
using standard numerical techniques.

3.3 Mathematical Model for Arrester Simulation

Figure 1 shows a single line diagram for a transmission system energized from a
switching station. A surge arrester is located at the end of the line. Under steady state
conditions and before flashover the line matrix nodal equation may be written as

E.
~iA.BT.L.. , *

t
Z1-0.022 + jO.295 Q/km
Y1- 3.9 jlS /km
, • Line Length
V = 500 kv

A,B I r -4---

Y,

FIG. la. System diagram. FIG. lb. System equivalent circuit.

-8

A + Y r
] [ ~ ] (11)
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where
Vs ' V, are sending and receiving end voltages,

Is' I, are sending and receiving end currents,

A = Yo coth 'Y eJ B = Yo cosech 'Y e,
Ys and Y r are system terminal admittances,

Yo is line surge admittance,

'Y is line propagation constant,

e is line length.

As arrester has not flashed over 1, = 0, upon solution V
r
and V

s
may be determined.

Thus

V, B
(A + Y,) Vs (12)

[ (A + Ys) - B7 I (A + Y,)]
(13)

When the arrester flashes over, the input impedance at the arrester location is equi
valent to the line surge impedance. The nodal matrix equation representing this con
dition is

[Ys Es ] [ A + Ys -B ][ Vs ]Yo Vo -8 A +'Yo Y r

upon solution

V r

Yo Vo + B Vs

A + Yo

Vs

Ys Es (A + Y~) + B Yo Vo
(A + Ys) (A + Yo) - B 2

(14)

(15)

(16)

It is worth noting that equations (13), (15) and (16) are equations in the frequency
domain and that in order to obtain their time-domain solution, recourse is made to
numerical solution of the inverse modified Fourier transform described by equation
(7). The computational procedure to simulate the surge diverter is as follows
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Computer program flow chart.

NO
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4. Computational Results and Discussion

A surge arrester model is chosen with a voltage dependent nonlinearity. The arres
ter is installed at the received end of a line energized at peak value of a sinusoid from
a finite source. Both sending and receiving transient voltages are computed, and the
results displayed in the figures shown. A single phase system is assumed for demonst
ration purposes (Fig. 2).

FIG. 2. Arrester equivalent circuit.
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Figure 3 shows sending end and receiving end transient voltages when the line is
energized from a source of infinite capacity. The surge arrester in this case is assumed
to flash over at voltages in excess of 2.0 p.u. The transient voltage at the arrester lo
cation is then computed at each time interval over the whole observation period of 10
ms. This quantity represents the time dependent nonlinearity of the surge arrester as
suming the flashover level stipulated.
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FIG. 3. Arrester inoperative (infinite bus, f = 100 km).

As expected, Fig. 3a shows the results for this ~ondition. The sending end voltage
resembles that of the energizing voltage (except for a short rise timel5J). The received
end voltage is characterized by the line natural oscillation. Clearly, the surge arrester
remains inoperative as its setting is in excess of the maximum received end overvol
tage. The result has been compared with a Bewley lattice diagram solution, Fig. 3b,
and is found to be closely identical with it. This demonstrates the validity of the simu
lation method proposed for this special case.

Figure 4a shows receiving end overvoltages without surge arrester and when the
surge arrester flashover level is set at 1.5 p. u. In latter case the line is energized from
a finite source of 20000 MYA capacity and the transient response is observed for an
approximate period of one power frequency cycle. At the received end it is seen that
the system overvoltage has built up to 1.5 p. u., when the arrester current starts to
flow, thereby causing the terminal overvoltage not to exceed the preset limit. The
system overvoltage is seen to stay near the limit value for about 1.2 ms, thereafter it
starts to decrease gradually and is ultimately damped ~o its power frequency value.
Figure 4bshows a comparative result based on Bewley lattice solution. At the instant
of flashover the arrester current jumps to about 1.0 kA. This current is further
characterized by a slight jump due to the arrival of a reflected wave from the induc
tive source. The surge arrester remains engaged in the circuit until its current passes
through zero as shown in Fig. 5a. The arrester current is interrupted at its first zero.
Consequently it is switched off and kept inoperative, until the overvoltage at the ar
rester terminal exceeds the preset value again. However, the transient overvoltage is
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controlled by the arrester characteristic and it is seen that the terminal voltage has
not shown any newly produced overvoltages.
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FIG. 4. Receiving end voltage with and without arrester (20000 MYA source, e= 200 km).

Figure 5b is a comparative result based on Bewley lattice solution.
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FIG. 5. Arrester flashover and extinction current.

As seen from the comparative results presented the surge arrester simulation
based on Fourier technique compares favorably well with standard simulation based
on Bewley lattice method. This is particularly noticeable in the terminal system vol
tage as the arrester engages in the circuit and controls the level of switching overvol
tage at the termination. The marginal variation in the shape and magnitude of the
voltage and current waveforms, however, is due to inaccuracies resulting from ignor
ing frequency dependance and distortion effects in the lattice technique.

5. Conclusion

The paper has highlighted the importance of surge arresters in limiti~g transient
overvoltages in transmission systems. It has presented a proposed model for simulat
ing these devices in fast transient programs that are based on Fourier transform
techniques. These techniques are known to have distinct merits and thus the surge ar
rester model which takes into consideration both voltage-dependent and time-de
pendent nonlinearities, has helped extend their scope in handling such nonlinearities
in transmission systems. The arrester model proposed considers both flashover and
arc extinction characteristic of the surge arrester. Computational results presented in
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the paper have verified the model proposed as these results compare favorably well
with those of typically standard techniques based on Bewley lattice methods.
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